481 [122.2]

459 [116.7]

.25 [6.4] WIDE X .03 [0.8] THICK
QUICK CONNECT TERMINALS WITH
SOLDER LUGS AT OPPOSITE ENDS

PUSH-ON #6-32 SCREW
TERMINAL — USED FOR
JUMPER CONNECTIONS

7.25 [184.2]

- 3.00 [76.2] —

- 1.12 [28.6]

i

3.88 [98.4]

4|

OPTIONAL PUSH—ON #6—32
SCREW TERMINAL

.28 [7.1] WIDE SLOT
(4) PLACES FOR
CUSTOMER MOUNTING

1
INPUT 59 CW
b3
O

OUTPUT
2y |
4
1
INPUT 5< CW
f 3 OUTPUT
S\

COMMON

THREE PHASE OPEN DELTA ONLY

SCHEMATIC

THREE PHASE OPEN DELTA AND SINGLE
PHASE SERIES. FUSE RECOMMENDED BUT
NOT SUPPLIED.

] == .50 [12.7] MAX.
PANEL THICKNESS

3.75 [95.2] DIA. DIAL
PLATE — GRADUATED
0—-100

HOLE IN PANEL TO
CLEAR .38 [9.5] DIA.
ADJUSTABLE SHAFT
8.62 [219.1] LONG

\ 2.62 [66.7] DIA. KNOB

. 1.06 [26.9] MIN.

(4) STANDOFFS
1/4—28 X .38 [9.5]
DEEP FOR MTG.

- 312 [79.4] —=

" 031-0478

REVISIONS

ECN DATE APVD.

TAPPED

BOLTS

A 2512115/12/03
REVISED DIAL PLATE
- 1.56 [39.7]
— - .75 [19.1]
- 75 [19.1]
1.56 [39.7]
4.62 [117.5]
3.12 [79.4]
- .12 [3.2]
5 HOLES IN PANEL

120" APART ON A

1.25 [31.8] DIA. BOLT

CIRCLE FOR #6-32

DIAL MOUNTING SCREWS

70 IF GANGED UNITS ARE USED IN A SYSTEM THAT ORDINARILY HAS
A COMMON NEUTRAL OR GROUND BETWEEN SOURCE AND LOAD,
THE NEUTRAL OR GROUND MUST BE CONNECTED TO THE COMMON
TERMINALS OF THE VARIABLE TRANSFORMER ASSEMBLY.

IF THE SYSTEM HAS NO NEUTRAL, THE LOAD MUST BE BALANCED
OR THE TRANSFORMER WILL BE DAMAGED.

m JUMPER PROVIDED IN STANDARD COMMON POSITION AND SHOULD
BE MOVED OR REMOVED AS REQUIRED.

+-+ LINE TO LINE VOLTAGE.
SPECIFICATIONS
INPUT OUTPUT sparT | TERMINAL CONNECTIONS
CONSTANT | CONSTANT |ROTATION FOR INCREASING
CURRENT | IMPEDANCE T0 VOLTAGE A5 VIEWED
WIRING | VOLTS | HERTZ | VOLTS LOAD LOAD  ||NCREASE
FROM BASE END m
MAX. | MAX. | MAX. [ MAX. | VOLTAGE
AMPS| KVA |AMPS| KVA INPUT |JUMPER|OUTPUT
0-240| 5 | 12| 7 |1.68 — LS A
SINGLE - : . = - —
PHASE | 240 |50/60 CCCWW 2 2 l l ? ?
SERIES 0-280| 5 | 1.4 | —
ccw 2-2 -1 3-3
THREE o120 5 l10a] 7 |14 cw 1—4—1] 4—4 |3-4-3
PHASE | 50 - : : COW  |4—1-4] 1-1 |3-1-3
OPEN | [y | 50/60 CW |5-4—5| 4—4 [3-4-3
DELTA 0-140| 5 |1.21|—

B ccw | 2—1-2| 1—=1 |3-1-3
goms” o s | e | ™ SPEC. CONTROL DRAWING TACO
e o VARIABLE TRANSFORMER ERGY

Sivdve MODEL: 501C—2 PRODUCTS CO.
I3 remsien o S SEERGT e ety | TIMRAU | 3/15/99 i
G:ge e ( the o, an Gﬁe E:gr:s icle ; »d ° o n CHECKER DATE WEIGHT APPRLOéS Cg(}EOCS%E g;fég DWG. NO.
The foregoing does not apply to vendor proprictary parts. | ENGNEER DATE SCALE 121 s o q OB/‘ 70478




CraHpapT
INeKTpPOoH
ﬂ CBAA3b

Mbl MOf04aA M aKTUBHO Pa3BMBAIOLLAACA KOMMAHWA B 061acTM  MOCTaBOK
3NEKTPOHHbIX KOMMOHEHTOB. Mbl NOCTAaBASEM  3/IEKTPOHHbIE  KOMMOHEHTbI
OTEYEeCTBEHHOIrO U MMMOPTHOIO NMPOWU3BOACTBA HAMPAMYIO OT NPOU3BOAMUTENEN U C
KpYMHEMLWKNX CKNaZ0B MUpa.

Enaro,a,apﬂ coTpygHn4ecTtesy C MMpPOBbIMU NOCTaBWMKaMWN Mbl OCYLLECTBIAEM
KOMMNNEKCHbIE N NN1aHOBblE MNMOCTABKU LumpoqaﬁLuero CNEeKTpa 3/1EKTPOHHbIX
KOMMOHEHTOB.

CobcTtBeHHan 3¢p@eKTUBHAA NOrMCTUKA M CKNag B obecneunBaeT HageKHYHo
MOCTaBKy MNPOAYKLMM B TOYHO YKa3aHHble CPOKM Mo Bcel Poccum.

Mbl ocyuiecTBisem TEXHUYECKYI0 MNOALEPKKY HAWWM  K/IMEHTaMm U
npeanpoaaxkHyto NPOBEPKY KayecTsa NpoayKumu. Ha Bce noctaBnsiemble NpoAyKTbl
Mbl MPEAOCTaBASEM TFAPaAHTUIO .

OcyuwiectBndem nNOCTaBKM NpoOAYKUMM nog, KoHTponem Bl MO PO Ha
npeanpuATUA BOEHHO-NPOMbIWIEHHOTO KoMnaekca Poccuun , a TakKe paboTtaem B
pamkax 275 ®3 c OTKpbITUEM OTAE/bHbIX CHETOB B YNONHOMOYEHHOM BaHKe. Cuctema
MeHeXMeHTa KayecTBa KomnaHum cooTBeTcTByeT TpeboBaHuam FOCT ISO 9001.

MWHUMaNbHbIE  CPOKM  MNOCTAaBKW, TMOKME  UeHbl, HeorpaHWYeHHbIN
aCCOPTUMEHT UM WHAMBMAYANbHbLIN MNOAXOA K KAMEHTaM ABAAIOTCA OCHOBOW ANA
BbICTPAMBaHMA A0FOCPOYHOIO M 3GPEKTUBHOIO COTPYAHMYECTBA C NPEeANPUATUAMM
PaANO3NEKTPOHHOMW NPOMBIWAEHHOCTU, NPEeanPUATUAMM BMNK u HayuHo-
nccnenoBaTeNbCKUMKU MHCTUTYTaMm Poccun.

C Hamu Bbl CTAaHOBMUTECH elle ycnewHee!

[HaLLIM KOHTAKTbI: \

TenedoH: +7 812 627 14 35

dNeKTpPOHHaA nouTa: sales@st-electron.ru

Appec: 198099, CaHkT-MNeTepbypr,
MpomblwneHHasa yn, gom Ne 19, nutepa H,
nometleHune 100-H Oduc 331

\_

J
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